
NSW 
GOVERNMENT Health 

Certificate of Accreditation 
Sewage Management Facility 

Hybrid Toilet System 

This Certificate of Accreditation is issued by the Secretary of the 
NSW Ministry of Health pursuant to Clause 41(1) of the Local 
Government (General) Regulation 2005. 

Manufacturer: Gough Industries Pty Ltd 

Of: 833 Ingham Road, Boble Townsville, QLD, 4818 

The Hybrid Toilet Systems as described in the following Schedule 
have been accredited as sewage management facilities for use in 
single domestic premises in NSW. 

Director, Environmental Health 
for Secretary (delegation PH335) 

Issued: 5 February 2019 
Certificate No: HTS001 
Expires: 31 December 2023 
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Accreditation Schedule 

The Certificate of Accreditation applies to the following 

Hybrid Toilet System 

Description of Hybrid toilet system: 

The Hybrid toilet system is a non-flushing or micro-flushing displacement toilet. The system 

consists of a pedestal drop toilet where faeces and urine are deposited directly into a primary 

tank pre-filled with water. The primary tank acts as a septic tank where the solids remain in the 

tank and the effluent gravitates to the secondary tank. The liquid retention time in the primary 

tank varies between 45 - 128 days depending on the model installed. The primary tank retains 

sludge for approximately 4 - 7 years until pumped out. 

The secondary tank is filled with media that further purifies the effluent before discharge to a 

gravel bed or absorption trench. The secondary tank contains baffles which facilitate upward and 

downward flow of the effluent causing it to come into contact with anaerobic and aerobic zones 

of the system. The liquid retention time in the secondary tank varies between 25 - 27 days 

depending on the model installed. 

The capacities of the primary and secondary tanks in the domestic Hybrid toilet systems are: 

6 EP system primary tank 1000 litres and secondary tank 160 litres 

(the secondary tank is fitted inside the primary tank) 

10 EP system primary tank 1000 litres and secondary tank 600 litres 

(the secondary tank is located adjacent to the primary tank) 
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